
Service Pipe

Thermomur EPS removed
and replaced with fire
 rated material
or fire rated pipe wrap.
Check with designer/BC for
required extent of material

Fire Collar fixed to concrete
and sealed to manufacturers
specifications.

Alternatively use a proprietary
fire rated cast in sleeve.

Polymer/Silicon render
system sealed around pipe
to suppliers specification

Plasterboard sealed around
pipe with fire rated sealant.

Thermomur 350

Thermomur 350
Junction Details

Scale:

Drawn By: MAJ                 Date: Nov-22JK-07s Party-Firewall Service Penetration

1:10


	Sheets and Views
	JK-07s Party-Firewall Service Penetration


